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SWITCHGEAR LOCATED ON SECOND
FLOOR OF BUILDING #1 FURNISH
AND INSTALL NEW BREAKER AS

INDICATED ON DRAWING EPS—-202
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2—5" RIGID STEEL

CONDUITS WITH
5—500KCMIL —
SKV—-SHD &

1—4/0(600V)GND.

Existing Tunnel

Key Notes

PROVIDE A NEMA 4X STAINLESS STEEL
PULLBOX SIZED SHALL ACCOMMODATE
RACEWAYS AND WIRING. PULLBOX SHALL BE
SURFACE MOUNTED ON EXISTING CONCRETE
RETAINING WALL. SEE DRAWING EP/—-103.

@Auwg RIGID STEEL CONDUITS TWO WITH
3—500KCMIL — 5KV—SHD & 1—4/0(600V)GND
AND 2—4” SPARE. RACEWAY SHALL BE

SURFACE MOUNTED ON EXISTING RETAINING
WALL. SEE DETAIL ON DRAWING EP7-103.

@Num., RIGID STEEL CONDUITS WITH 3—500KCMIL
— 5KV—SHD & 1—4/0(600V)GND SHALL BE
INSTALLED IN EXISTING STEAM/ELECTRIC
TUNNEL. SEE DETAIL SHEET THIS SHEET.
(CIRCUITS 1E & 2E).

SEE DRAWING EP4—-201 FOR CONTINUATION OF
RACEWAYS AND WIRING.

GUARD BOOTH — STRUCTURE SHALL BE
FURNISHED WITH 208V, 19, 100A, 12 CCT.
PANELBOARD.

@oﬁm OPERATOR — 1/3HP, 120V, 10.
AMv_rEz_zEmo SIGN — 120V, 1.
omoEzo GATE OPERATOR — 1HP, 480V. 3@.

REMOTE ANNUNCIATOR FOR ROB AUTOMATIC
TRANSFER SWITCHES ATS—ELEV, ATS—EQ,
ATS—LS AND FIRE PUMP CONTROLLER. VERIFY
MOUNTING LOCATION WITH VA PRIOR TO
ROUGH—IN. PROVIDE ALL RACEWAY AND WIRING
AS REQUIRED.

e_umo<__um A UL MASTER LABEL LIGHTNING
PROTECTION SYSTEM AS PER ELECTRICAL
SPECIFICATIONS. (SYSTEM TO INCLUDE ROOF
TOP HELIPORT.)

Amv_z._.mmom_u._. EXISTING 6—4" CONDUITS AND
EXTEND 4—4" CONDUITS TO NEW EMERGENCY
DISTRIBUTION SWITCHGEAR — EDSGH AND 2-4"
CONDUITS TO ATS CONTROL PANELS. CLEAN
INTERIOR OF NEW AND EXISTING RACEWAYS
AND PROVIDE FEEDERS AND ATS CONTROL
WIRING PER SCHEDULE ON DRAWING ES7-101.

FEEDER/COMMUNICATION PULLBOX WITH DIVIDER
TO BE WALL MOUNTED IN EXISTING GENERATOR
ROOM. PULLBOX TO BE SIZED TO
ACCOMMODATE RACEWAYS AND FEEDERS
INDICATED ON DRAWING ES7—-101.

RACEWAYS TO BE RUN EXPOSED IN EXISTING

AREA WAY. PROVIDE CONDUIT RACK SUPPORT
AS REQUIRED.
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